
The Standardized Monitoring Framework:
A Quick Reference Guide
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For additional information:

Call the Safe Drinking Water
Hotline at 1-800-426-4791; visit
the EPA web site at
www.epa.gov/safewater/
or contact your primacy
agency's drinking water
representatives.

See 40 CFR 141.23 regarding
IOCs; 40 CFR 141.24
regarding VOCs and SOCs;
and 40 CFR 141.26 regarding
Radionuclides.
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STANDARDIZED MONITORING FRAMEWORK
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IOCs, SOCs, VOCs
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STANDARDIZED MONITORING FRAMEWORK

1Until January 22, 2006 the maximum contaminant level (MCL) for arsenic is 50 µg/L; on January 23, 2006 the MCL for arsenic becomes 10 µg/L.
2Based on 3 rounds of monitoring at each EPTDS with all analytical results below the MCL. Waivers are not permitted under the current arsenic
requirements, however systems are eligible for arsenic waivers after January 23, 2006.
3A system with a sampling point result above the MCL must collect quarterly samples, at that sampling point, until the system is determined by the
primacy agency to be reliably and consistently below the MCL.
4Samples must be taken during the quarter which previously resulted in the highest analytical result. Systems can apply for a waiver after 3
consecutive annual sampling results are below the detection limit.
5Groundwater systems must update their vulnerability assessments during the time the waiver is effective. Primacy agencies must re-confirm that
the system is non-vulnerable within 3 years of the initial determination or the system must return to annual sampling.
6If all monitoring results during initial quarterly monitoring are less than the detection limit, the system can take annual samples. If after a minimum
of 3 years of annual sampling with all analytical results less than the detection limit, the primacy agency can allow a system to take 1 sample
during each compliance period. Systems are also eligible for a waiver.
7Primacy agencies must determine that a surface water system is non-vulnerable based on a vulnerability assessment during each compliance
period or the system must return to annual sampling.
8If all monitoring results during initial quarterly monitoring are less than the detection limit, the system can take annual samples. Systems are also
eligible for a waiver.
9Samples must be taken during the quarter which previously resulted in the highest analytical result.
10Systems are required to monitor for asbestos during the first 3-year compliance period of each 9-year compliance cycle. A system vulnerable to
asbestos contamination due solely to corrosion of asbestos-cement pipe must take 1 sample at a tap served by that pipe. A system vulnerable to
asbestos contamination at the source must sample at each EPTDS.
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